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Project Description (Proposed actions, location, and/or consequences).
The Lindero Pump Station Rehabilitation (“proposed project”) is proposed by Calleguas Municipal Water District
(“Calleguas”) to provide necessary repairs and improvements to the existing Lindero Pump Station in Thousand Oaks.
Lindero Pump Station is a critical component of Calleguas’ water infrastructure system and Calleguas’ reliable
conveyance of potable water supply to the Oak Park Region, which includes the unincorporated community of Oak Park
as well as the North Ranch area of Thousand Oaks. Under the proposed project, a series of improvements and repairs
would be implemented at Lindero Pump Station. These improvements include: replacement of existing above-ground
horizontal split case pumps with vertical turbine pumps situated primarily below the ground surface; modifications to the
existing piping system and replacement of existing control valves; replacement of the existing surge tank air
compressors; installation of a removable protective canopy over the pumps to protect the motors from over-heating;
replacement of the existing Southern California Edison (SCE) electrical system, and replacement of electrical and
controls equipment with new equipment that runs on a standard voltage, including the main transformer, motor control
center, and uninterruptible power supply; installation of a new stationary diesel backup generator. These improvements
are analyzed in the IS-MND collectively as the proposed project, and have been identified as necessary to facilitate the
dependable operation of Lindero Pump Station and continued reliability of water supply to the Oak Park Region, which
includes the unincorporated community of Oak Park, as well as the North Ranch area of Thousand Oaks.
Identify the project’s significant or potentially significant effects and briefly describe any proposed mitigation measures that
would reduce or avoid that effect.
The project would not result in any significant unavoidable impacts. Use of the project site would be the same after
project implementation as under present conditions; therefore, project impacts would be limited to the temporary
construction period. The following issue areas would include mitigation to avoid or reduce potential impacts:
- Biological Resources. The project would have potential to result in temporary construction-related disturbance to
species and/or habitat in the adjacent areas, and the following mitigation measures would reduce potential impacts to
less-than-significant levels: BIO-1 (Biological and Environmental Awareness Training [BEAT] Program), BIO-2
(Construction BMPs for Biological Resources), BIO-3 (Pre-Construction Nesting Bird Surveys), BIO-4 (Pre-Construction
Presence/Absence Survey for Special-Status Species), and BIO-5 (Certified Arborist Guidance for Oak Tree Trimming).
- Cultural Resources. Installation of the replacement pumps below the ground surface would required excavation
activities and the following mitigation measures would be implemented to avoid or reduce potential impacts associated
with potential for an unanticipated find of resources: CR-1 (Cultural and Archaeological Resources Eduction [CARE]
Program), and CR-2 (Unanticipated Find of Archaeological Resources).
- Hazards and Hazardous Materials. To minimize or avoid the potential for an accidental spill of hazardous materials,
BIO-2 (Construction BMPs for Biological Resources) would be implemented.
- Tribal Cultural Resources. The following mitigation measure would be implemented to avoid or minimize potential
impacts associated with excavation activities: CR-1 (Cultural and Archaeological Resources Eduction [CARE] Program),
and CR-2 (Unanticipated Find of Archaeological Resources).
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If applicable, describe any of the project’s areas of controversy known to the Lead Agency, including issues raised by
agencies and the public.

There are no known areas of controversy known to the Lead Agency.

Provide a list of the responsible or trustee agencies for the project.
No public agencies other than Calleguas Municipal Water District as the CEQA Lead Agency have responsibility for
discretionary approval of the project. The Ventura County Air Pollution Control District (APCD) is responsible for
providing a Permit to Construct and a Permit to Operate for the proposed project’s new diesel generator; this is a
ministerial action.

